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Section 2 
 
2.06 CONSTRUCTION PROCEDURE: 
 
 Following final approval of the plans and specifications, the Applicant may proceed with 
construction.  In addition to all construction requirements contained in other portions of these 
Standards, the Applicant and the Applicant’s Contractor shall observe the following: 
 
 A. Construction shall commence within 6 months of the approval date shown on 

the plans, or the plans must be resubmitted for review and approval.  If 
construction on the main installation is halted for more than 6 months, plans 
must be resubmitted for review and approval. 

 
 B. The Applicant shall secure and pay for all easements, licenses and permits 

required for the system extension and submit any recorded plats necessary to 
furnish proof of public street dedication. 

 
 C. The Applicant shall pay Denver Water’s inspection, reproduction and plan 

review fees. 
 
 D. If the construction involves main extensions within Denver or Total Service 

Areas, the Contractor shall be bonded to and pre-qualified by Denver Water. 
 
 E. The extension shall be accurately surveyed and staked in accordance with the 

approved plans.  See 2.09 and 2.10. 
 
 F. Prior to the installation of water mains in dedicated streets and easements, 

construction must have progressed to at least sub-grade stage.  Sub-grade is 
defined as an elevation of no more than 7 inches below the official street grade. 

 
 G. All valve boxes and fire hydrants shall be adjusted to the final finished grade by 

the Contractor. 
 
 H. All materials needed to complete the work shall be on hand so that the project 

may proceed without delay. 
 
 I. Adequate provisions for notification of customers who may suffer outages shall 

be developed.  Outages shall be kept to a minimum in compliance with 8.23 C. 
 
 J. For main extensions inside Denver and Total Service Area, the Contractor 

shall be responsible for scheduling a pre-construction meeting to include at 
least the Contractor, the Professional Engineer who has designed the main 
extension, a representative of Denver Water, and the Applicant.  The purpose 
of the meeting shall be to discuss the construction project, scheduling, and to 
define responsibilities for the personnel involved in the project.  The 
Contractor shall give at least 48 hours notice to Denver Water (628-6627) 
prior to the pre-construction meeting and prior to commencing 
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construction in private pipe systems.  A representative from the distributor 
district must be present at the pre-construction meeting on private pipe 
extensions. 

 
  In case of an emergency after working hours, call Denver Water's West Side 

Dispatcher, 628-6000. 
 
 K. For main extensions, Denver Water shall be notified whenever it becomes 

necessary to open or close a valve on the existing water system.  Only the 
appropriate Denver Water personnel are authorized to operate valves in Denver 
or in Total Service Areas.  See 8.23 B.  The Distributor will operate valves in 
Master Meter or Read and Bill Areas. 

 
 L. Mains shall not be installed unless they can be extended from an approved 

permanent water source, which can supply sufficient water for chlorinating, 
flushing, and hydrostatic testing. 

 
 M. Denver Water shall verify payment of all fees, prepare final documents for main 

installations and authorize the tapping of the main by Denver Water. 
 
 N. All service taps up through 2 inch diameter on both main extensions and private 

pipe extensions shall be made by Denver Water, except if contractually provided 
otherwise. All large taps or tee connections made on private pipe extensions 
shall be inspected by Denver Water.  Mains will be tapped only after the 
conditions and tests outlined in 8.27 are met, including having been released by 
the local health authority having jurisdiction.  No tapping of dry mains shall be 
made or allowed, except on PVC pipe. 

 
 O.  Only one connection is allowed until all testing is completed. 
 
 P.  For all Distributor Contract Areas, applications for taps must be received and 

approved by the Distributor and Denver Water before any taps are made on the 
main. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 


